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4.  This one has to do with hot water distribution.  For modular bathroom pods in particular, 
and in bathrooms in a modular patient room or in a modular hotel room, some modular 
engineering teams have had to classify these bathrooms as “public” bathrooms.  This means 
the central hot water recirc system piping has to be brought within a few feet of the fixtures in 
the bathroom – significantly complicating hot water distribution design in the modular unit and 
in the connections 


